
 WASHINGTON MANOR LIBRARY 
 PROJECT NO. 210-69-146  
 
 ADDENDUM NO. 1 
 
Date: February 15, 2005 
 
To:  All Prospective Bidders 
 
The additions and/or deletions contained in this Addendum shall be made a part of the plans and 
specifications and contract documents for the above described project, and shall be subject to all applicable 
requirements thereunder, as if originally shown and/or specified.  In case of any conflict between the 
drawings, specifications, and this addendum, this addendum shall govern. 
 
This addendum consists of 3 sheets, 25 sketches, and 2 specification sections. 
 

PLEASE NOTE:  BID OPENING HAS BEEN CHANGED AND WILL BE AT  
3:00 P.M., THURSDAY FEBRUARY 24, 2005 

 
Acknowledge this addendum in your Proposal.  If you have any questions, please call the Project Manager, 
Nick Thom, Associate Engineer, at (510) 577-3431. 
 
Very truly yours, 
 
 
Kenneth Joseph, P.E., City Engineer 
Engineering and Transportation Department 
 
KJ:NT/mf 
 
cc: Internal Plans & Specs Distribution List 

COSL Current Plan-holders and Pre-bid Meeting Attendees 
 

 
A C K N O W L E D G E M E N T 

 
I hereby acknowledge receipt of this Addendum for the above noted project. 
 
            Date:     
(Signature) 
 
________________________________________________________________________        
(Business Name – Please Print) 
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The following modifications are made to the specifications: 
 
Section 00010: Add sections 2250 and 3451 to the index.  Delete section 8510 from the index.  
Change section 8710 to section 8700.  
 
Section 00300 (Proposal):  The following information is required to be listed on the list of 
subcontractors when a bid is submitted:  Subcontractor’s name, address, and description of work.  
The bidder shall provide the balance of the information upon request of the City. 
 
Section 01110:   Delete Part 1.1-A-1, paragraph a.   
 
Section 02200 is reissued, see attachments.  Delete the original copies of Section 00200 in the 
contract book. 
 
Section 02220:  Delete Part 1.1-A-4. Part 1.4, add section C thus:  Contractor shall abate any 
hazardous materials prior to demolition, see section 02250. 
 
Section 2500 is added, see attachments. 
 
Section 2700:  Part 3.02-C is revised to read thus:  Excavation, trenching, and backfilling shall be 
accomplished in accordance with the requirements of Section 02200, Earthwork.  Trenches that 
cross the building perimeter footing shall be backfilled with lean concrete or controlled density fill 
(CDF) the entire width of the footing. 
 
Section 03915:  Part1.1, add section D thus:  The fire suppression system shall be installed in 
accordance with the details on sheet CC-1 and CC-2 (157B/180 and 157C/180). 
 
Section 04800:  Part 2.1, add section I thus:  Stone countertops shall be Intertile Distributors, 
LIMESTONE LS30H SAN MATEO HONED or equal. 
 
Section 11054:  This section is provided for reference only.  This scope of work will be provided 
by the City of San Leandro under a separate contract. 
 
Section 11055:  This section is provided for reference only.  This scope of work will be provided 
by the City of San Leandro under a separate contract. 
 
Section 11130:  This section is provided for reference only.  This scope of work will be provided 
by the City of San Leandro under a separate contract. 
 
Section 16720:  Part 1.02-B is replaced with the following language:  The Contractor shall provide 
all labor and materials to install the conduit and back boxes for the system.  Devices, panels, 
wiring, and other items will be furnished and installed by the City of San Leandro under a separate 
contract. 
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The following modifications are made to the drawings: 

 
 

Drawing L1.0: The installation of the soundwall along the property line (see 
specifications) will require some disassembly and re-assembly existing adjacent fences.  
Remove the existing fence post at property line and cut back as required.  Provide new 
fence post and concrete footings to support the existing fence, match existing materials 
and construction, including any paving that might be distributed.  Repair fences so that 
they terminate within 3 inches of the soundwall. 

 
Drawing A11.0: Cameras, devices, panels, and wiring for the security system is not in 
scope.  Contractor to provide conduit and back boxes for all items shown on this sheet.  
City of San Leandro to provide other work shown on this sheet under a separate PO. 

 
Drawing E1.1:  Numbered sheet note 2 is deleted. 

  
 Drawing E3.1: Devices, panels, and wiring for the fire alarm system are not in scope.  

Contractor to provide labor and materials to install conduit and back boxes for the fire 
alarm system.   

  
Drawing E5.2:  Devices, panels, and wiring for the fire alarm system are not in scope.  
Contractor to provide labor and materials to install conduit and back boxes for all items 
shown on this sheet.  City of San Leandro to provide other work shown on this sheet 
under a separate PO. 

 
Sketches SK-1 through SK-26 are attached.  Each sketch refers to a drawing number in 
the lower right hand corner.  The clouded information on the sketches supersedes the 
information on the plans. 


